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1. Press the green setup button to enter setup mode.
2. Setup LED will light.
3. Scroll through setup by pressing the setup button until you find Line Voltage. Use arrows to 

set parameters.
4. Scroll through setup by pressing the setup button until you find Control Mode. Use arrows to 

select OFF.

MCS-PHASE
 Monitor Installation


