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SOFTWARE RELEASE NOTES 
   

MCS-CONNECT  
Version 8.10W   

08/29/2011 
 

Updates from previous versions: 
 
New Features: 
 

1. Added new fields to support a circuit’s Saturated Liquid Temperature and Subcooling Temperature for 

Magnum software versions HVAC 9.00‐D and CENT 9.XX. These new fields are not displayed but can 

be used in User Logic dropdown lists. 
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Bug Fixes: 

1. Allowing user to change Filter field for sensor inputs by double clicking on the sensor name. Created a 

new popup for regular SIs and adding text box to User defined and User Logic pop‐ups.

    
2. Changed sensor type "Turbocor Fault" to display the analog manual change pop‐up as an analog value 

but still displaying sensor value as digital sensor 

 
 
 
 


